'STATE OF MISSOURI

SPECIFIC MECHANICAL DEMOLITION NOTES "ERIC R. GREITENS,
GOVERNOR
ZONE 5 WORK. FIN TUBE HEATERS. REMOVE COVERS AND STORE FOR REUSE. SEE DETAIL, SHEET M--107 FOR PIPING
CONFIGURATION AND SPECIFIC PIPING DEMO NOTES. CONTINUE DEMOLITION OF HEATERS THIS WING.
27 VIS PENETRATES 2ND FLOOR AT THIS LOCATION, PIPING RUNS THE LENGTH OF BUILDING WING TO LAST FIN TUBE ﬂ““_‘“‘":

HEATER. DEMO ALL SUPPLY PIPING & ASSOCIATEDR FITTINGS AND VALVES. HEATERS TO REMAIN FOR REUSE. SEE DETAIL,
SHEET M—107.

2" VIR ROUTES TO 1ST FLOOR AT THIS LOCATION. 2" PIPING RUNS THE LENGTH OF BUILDING WING TO LAST FIN TUBE
HEATER. DEMO ALL RETURN PIPING & ASSOCIATED FITTINGS AND VALVES. HEATERS TO REMAIN FOR REUSE. SEE DETAIL
SHEET M-107. :

2" P!PING CONTINUES TO RUN THE LENGTH OF BUILDING WING TO LAST FIN TUBE HEATER. DEMO ALL RETURN PIPING & -
ASSOCIATED FITTINGS AND VALVES. DEMQ HEATERS, THEY WIiLL NOT BE REUSED. SEE DETAI, SHEET M~—107 FOR PIRING
CONFIGURATION

2" VTR ROUTES TO 1ST FLOOR AT THES LOCATION 2" PIPING RUNS THE LENGTH OF BUILDING WING TO LAST FIN TUBE
HEATER. DEMO ALL RETURN PIPING & ASSOC ATED FITTINGS AND VALVES. DEMO HEATERS, THEY WILL NOT BE REUSED,
SEE DETAIL, SHEET M~107.
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