ADDENDUM NO. 4

TO: PLANS AND SPECIFICATIONS FOR STATE OF MISSOURI

Replace Emergency Generators
Delmina Woods and Gentry Treatment Centers
PROJECT NO. H1401-01

Bid Opening Date is: **CHANGED (03/20/2014)**

Bidders are hereby informed that the construction Plans and/or Specifications are modified as follows:

**SPECIFICATION CHANGES:**

1. Section 001116 – INVITATION FOR BID – Paragraph 3.0 – BIDS WILL BE RECEIVED:
   A. FIRST SUBMITTAL: 1:30 PM, **Thursday, March 20, 2014**
   B. SECOND SUBMITTAL: 5:00 PM, **Monday, March 24, 2014**

**DRAWING CHANGES:** See attached drawings

1. Sheet E-602 – CHANGE “AIC Rating: 100kA” to “AIC Rating: 50kA”.
2. Sheet E-603 – CHANGE “AIC Rating: 100kA” to “AIC Rating: 65kA”.

By the Order of:

Gary Claspill, Section Leader
Division of Facilities Management,
Design and Construction
March 11, 2014

END ADDENDUM NO. 4
ADDENDUM NO. 4

AIC RATING: 50kA
NEMA 3R ENCLOSURE
- BASIS OF DESIGN:
GENERAC GTS 600A

600A
3P

NORMAL

EMER / BACK-UP

LOAD

450A

NEW 100 KW GENERATOR
BASIS OF DESIGN: GENER/
QT100 - PROPANE FUEL

326
026004

600A

HLD

600A

MCB

2P

SURE, SERVICE ENTRANCE RATED, 600A MCB,
UTLER HAMMER: POW-R-LINE 4B, 600A HLD MCB

ONE LINE DIAGRAM (NEW WORK)

REPLACE EMERGENCY GENERATORS
DELMINA WOODS YOUTH CENTER & GENTRY RESIDENTIAL TREATMENT CENTER
FORSYTH & CABOOL, MISSOURI
PROJECT NO. H1401-01 SITE NO. 5704/5714 FACILITY NO. 5704-06/60250
OFFICE OF ADMINISTRATION DIVISION OF FACILITIES MANAGEMENT,
DEPARTMENT OF SOCIAL SERVICES DIVISION OF YOUTH SERVICES
STATE OF MISSOURI JEREMIAH W. (JAY) NIXON,
GOVERNOR
E-602 ADDENDUM NO. 4 03/11/2014